Appendix F

Acceptable Separation Distance (Thermal Radiation)

Volume In Area In
Gallons Square Feet
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ASD is Dependent upon the accuracy of reading the graph.

Fire width has been calculated for the gallons/area shown, The formula for undiked fire width is two times
the square root of gallons; for diked fire width, the formula is the square root of the area in square feet,
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